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Abstract
Future HVDC grids are expected to incorporate different power
converters from multiple vendors in the same system. Even if
a complete converter station is developed by a single manufac-
turer, it might be challenging to integrate this terminal into a
DC grid that comprises of several converter stations built by
other vendors. Moreover, the different fault response exhib-
ited by each converter technology complicates the design of
HVDC protection systems. Therefore, this study investigates
the fault response of a multivendor HVDC grid. An illustrative
4-terminal meshed HVDC grid, which is modelled in PSCAD
environment, is used to perform studies of interoperability of
different converter topologies on a common HVDC network.
The investigation of the fault behaviour of such a multivendor
HVDC network highlights the main impediments that need to
be tackled and a set of actions that needs to be done at a con-
verter level in order to mitigate the impact of DC faults on the
HVDC system. Moreover, the key parameters that need to be
taken into account when designing a protection scheme for a
multivendor HVDC grid are identified.
1 Introduction
High Voltage Direct Transmission (HVDC) systems have
proven to be an attractive option for bulk power transfer over
long distances, facilitating the integration of large offshore
wind farms dispersed over wide geographical areas and the in-
terconnection with the onshore AC grids. To date, most HVDC
systems are using Line Commutated Converter (LCC) technol-
ogy; however, in recent years, Voltage Source Converter (VSC)
technology has become the preferred option due to the fact that
it offers a plethora of advantages such as better reliability, flexi-
bility and controllability at relatively lower cost and losses, and
the capability to interconnect asynchronous AC networks [1].
HVDC grids could be considered as the natural evolution of
existing point-to-point links and is expected to be mostly mod-
ular. HVDC grids are perceived to offer better reliability, secu-
rity, redundancy and economic and technologic advantages to
the conventional AC grids.
The major challenge towards the realisation of HVDC grids
to date is the absence of cost-effective DC protection systems
and switchgears [2]. Owing to the very high rate of rise of
the fault currents and the under-voltages during DC faults, DC
protection and control systems are characterised by more strin-
gent requirements in terms of speed, selectivity, sensitivity and
reliability [3]. Without adequate control and protection solu-
tions, converter stations can block their operation, resulting in
interruption of large power transfer between the HVDC grid
and the surrounding AC networks. DC grids can be more com-
plex when different converter topologies are incorporated. This
is because such different converters employ different control
strategies, exhibit different transient response, and have differ-
ent means of surviving and riding through DC faults.
To date, most HVDC systems are built by a single manufac-
turer. However, as HVDC grids gain more attention, their scale
is expected to become increasingly larger and hence their im-
plementation will necessitate the involvement of multiple ven-
dors as in the case of large-scale AC power systems. The use of
different converter topologies should not compromise the over-
all functionality of the grid, which must remain statically and
dynamically stable regardless of which control concept is ap-
plied to each station [4]. Hence, the main challenge at this
point, is to achieve interoperability of the various converter
technologies with the ultimate aim to operate the grid reliably
and securely under all network conditions, including DC faults.
This is a major challenge that needs to be addressed in order
to enhance the applicability, the maturity, the modularity, and
flexibility of HVDC grids.
The significance of a multivendor solution for future HVDC
grids has been highlighted in [5]. The technical feasibility
of incorporating different converter technologies into a single
HVDC grid has been proven in [6]. However, the fault be-
haviour of a multivendor HVDC grid has not been comprehen-
sively studied yet. Therefore, this paper aims to investigate the
impact of interoperability of VSC converters on HVDC grid
fault behaviour in order to highlight the protection require-
ments of such a multivendor grid. The paper is structured as
follows. In Section 2, the fault behaviour of different VSC con-
verters is explained. Section 3 presents the HVDC test network
that is used for the simulation studies performed in Section 4.
The main findings are discussed in Section 5 and conclusions
are drawn in Section 6.
2 Fault Behaviour of VSC Converters
This section discusses different VSC topologies which are
likely to be employed in future HVDC grids and their respec-
tive fault behaviours during a pole-to-pole DC fault. Pole-to-
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pole DC faults occur as a result of insulation breakdown or di-
rect contact between the negative and positive conductors of a
DC line. Although a pole-to-pole DC fault presents a low prob-
ability of occurrence, it is one of the most severe faults that can
happen in an HVDC system and therefore the fault response of
each converter during this fault should be investigated.
2.1 Two-level Converter
The two-level converter is widely used in the first generation of
point-to-point VSC-based HVDC transmission links. A two-
level converter composes of six arms, that employ Insulated
Gate Bipolar Transistors (IGBTs), with each pair of arms con-
stituting a phase leg. To enable operation at high voltage, a
large number of IGBTs must be connected in series to ensure
even voltage sharing between individual IGBTs during turn-
on and turn-off. Pulse width modulation (PWM) is usually
adopted to control the gate signals of the IGBTs for reduced
filtering requirements and better dynamic performance. Large
physical volume and relatively high conversion losses are the
main limitations of this converter. Moreover, the DC link ca-
pacitor that maintains a constant DC voltage gives rise to a sig-
nificant discharge current during DC faults. Two-level convert-
ers are defenceless against DC faults because when the IGBTs
are turned off to protect the from overcurrent, it operates as
an uncontrolled rectifier. The fault response of the two-level
converter is characterised by three stages [7].
Stage A: DC capacitor discharge. This stage represents the
natural response of the two-level converter to a pole-to-pole DC
short circuit fault. The discharge of the DC-link capacitor is as-
sociated with a large transient discharge current that increases
rapidly and can reach very high peaks.
Stage B: Diode freewheeling. Following the DC voltage col-
lapse, the cable impedance forces the fault current to commu-
tate to the anti-parallel diodes. During this stage, each con-
verter leg carries one third of the total DC fault current. This is
the most hazardous phase for the diodes.
Stage C: Grid current feeding. In this stage, the blocked con-
verter behaves as an uncontrolled rectifier, injecting a steady-
state fault current. The line inductor starts to contribute, and an
R-L-C circuit is formed that presents a forced response in the
form of an AC current source.
2.2 Half-bridge MMC Converter
Some of he limitations of two-level converters were overcome
with the advent of Modular Multi-level Converters (MMC).
The fundamental component of MMCs is the sub-module
(SM), which consists of semiconductor switches that can be
arranged in various topologies, such as half-bridge, full-bridge
etc. The Half-bridge (HB) MMC converter has evolved into the
preferred technology for new HVDC systems. A central DC
link capacitor is no longer needed since the total capacitance
is distributed among the sub-modules. During a fault, the dis-
tributed SM capacitors could be quickly bypassed and therefore
the capacitor discharge from the converter is avoided. Because
of the limited discharge of the capacitors during a fault, the
grid restoration time could be greatly reduced. Similarly, three
stages can be distinguished for the half-bridge MMC. Unlike
the two-level converter, half-bridge MMC does not have a DC-
link capacitor and therefore the first stage differs.
Stage A: SM capacitors discharge. This stage takes place af-
ter the fault is seen by the converter until the time the converter
blocks, causing the turn-off of the IGBTs. During this tran-
sient phase, which is in the order of tens of microseconds, the
inserted sub-module capacitors discharge into the fault. Given
that a sorting algorithm for the SMs is integrated in the con-
trol system of the converter, all SM capacitances are exposed
to some extent.
Stage B: Diode freewheeling. This stage initiates once the
converter is blocked. At this time, the SM capacitors are by-
passed and the current flows into the fault through the antiparal-
lel diodes, leaving all three AC phases exposed to reduced load
impedance and consequently, the AC current rises. The arm
and cable inductance play a significant role in this stage [8].
Stage C: Grid current feeding. This stage starts when the cur-
rent flowing through three of the converter arms has decayed to
zero. At this stage, the total DC fault current is contributed by
the interconnected AC grid. The fault current reaches a steady-
state value determined by the strength of the AC grid, the con-
verter transformer impedance, the arm reactors, the inductive
cable termination and the distance to the fault.
2.3 Fault-blocking Converters
Towards the aim of preventing the uncontrolled grid infeed to
DC faults, converter topologies that can block or control the
DC fault current have been proposed, such as the full-bridge
(FB) MMC converter [9]. FB MMC converter can produce
both positive and negative voltage and remain operational dur-
ing a pole-to-pole DC fault. The voltage of the submodules
can be modulated to oppose the fault current flow. This fea-
ture of DC fault blocking capability can be exploited to im-
prove the HVDC grid fault behaviour. Other topologies that
demonstrate the same feature have also been proposed [10,11].
However, most fault-blocking converters use additional switch-
ing devices per SM, thus increasing conversion losses and total
cost of the converter.
3 HVDC Test Network
This paper uses the four-terminal HVDC grid shown in Figure
1, to investigate the impact of the interoperability of different
VSC converters on the DC grid fault behaviour. This test grid
was designed based on a hypothetical, yet realistic scenario
that the HVDC grid is formed by gradual extension of existing
HVDC systems. Converters 1 and 2 (C1 and C2) are two-level
converters that represent a point-to-point link that was origi-
nally built for the power transfer from the offshore wind farm,
with converter C2 connected to the onshore AC grid. Similarly,
converters C3 and C4 are two HB-MMC converters that repre-
sent a point-to-point link that was designed at a later stage. Fi-
nally, the multivendor HVDC grid is formed through the inter-
connection of the two point-to-point links. The drivers behind
the development of such HVDC grid could be the increased
reliability and flexibility and the ability of asynchronous AC
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grids to access power from wind farms regardless of their lo-
cations. The AC networks are designed to have a short-circuit
ratio (SCR) equal to 10. The DC grid can be either consid-
ered as embedded within the same AC grid or as a means of
interconnection between two separate AC networks.
Figure 1: Multivendor HVDC test grid model.
The test system is modelled with the EMTDC/PSCAD simu-
lation tool. The network architecture and the cable parameters
are adapted from [12]. The network is operating at ±320kV
DC in a symmetric monopolar configuration. All the DC lines
are modelled as frequency-dependent cables, using the avail-
able cable model in PSCAD library. The modelling approach
for the MMC converters is based on average value modelling,
with the appropriate modifications to accurately represent the
converter behaviour during the blocking state [13]. The con-
verters are programmed to trip when the current flow through
the IGBT devices exceeds two times the rated current. DC cir-
cuit breakers (DCCBs) are included at the end of each DC line.
The current breaking time of the CBs can be adjusted according
to the breaker technology that is used. The main parameters of
the converters are summarised in table 1.
Table 1: VSC converter parameters.
Parameters
Two-level
converters
HB-MMC
converters
Nominal DC voltage [kV] ± 320 ± 320
Rated apparent power [MVA] 1000 1200
Rated AC output voltage [kV] 360 360
DC-link capacitor [µF] 50 -
Arm inductance [mH] - 4
SM capacitance [µF] - 31.28
DC bus filter [mH] 5 5
Converters C1 and C3 are configured to control the active
power of the offshore wind farms, while converters C2 and
C4 employ voltage droop control in order to regulate the DC
system voltage. The same droop constant is used, resulting in
equal power sharing amongst the two converters. In the pre-
fault stage, converter C1 and C3 are configured to regulate the
active power at 700MW respectively, converter C2 is set to ex-
port 800MW to the neighbouring AC grid and converter C4 is
set to export 600MW.
4 Multivendor HVDC Grid Fault Analysis
4.1 HVDC Grid Fault Response
This study is performed in the absence of any protection sys-
tems in order to investigate the natural response of the system
during a permanent pole-to-pole fault. Pole-to-pole faults have
been selected for the simulation studies due to their severity. To
assess the biggest impact a fault can have on the surrounding
AC networks, the investigated fault locations (shown in Fig-
ure 1) are chosen to be on the line connecting the two AC grid
connected terminals that are responsible for voltage regulation.
In particular, faults F1 and F2 occur at 5km and 95km of line
24 respectively. When a fault occurs, travelling waves start to
travel along the cable to both directions from the fault location.
As a travelling wave travels along the cable, it induces the dis-
charge of the distributed capacitance of the associated cable.
When it reaches a discontinuity, such as a converter terminal,
part of the wave is reflected back to the fault location and part
of it is transmitted to other cables connected at the same termi-
nal. The same procedure happens when the transmitted waves
reach the other terminals. Once a travelling wave reaches a
two-level converter, the DC-link capacitor starts to discharge,
while a travelling wave that reaches a HB-MMC results in the
discharge of the sub-module capacitors until the converter is
blocked.
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Figure 2: Converter voltages during fault F1.
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Figure 3: Converter fault current contributions to fault F1.
DC bus voltages at converter terminals are illustrated in Figure
2 following a fault that occurs at 0s at location F1. The system
voltage collapses in 5-6ms after fault inception. The voltages
at the converters terminals closer to the fault (C2 and C4) drop
first within 4ms and converter 1 & 3 voltages collapse a few ms
later after the arrival of the travelling waves at the terminals.
While the voltage at two-level converters drops very quickly,
the voltage at the MMC-based terminals collapses following
converter blocking. The corresponding converter fault current
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contributions are shown in Figure 3. From the converters volt-
age and current responses, the three stages that were described
in section 2 can be distinguished. At first, all converters present
a steep current increase during the first stage. Then the second
stage initiates once the converters are blocked (the voltage at
each terminal drops rapidly following converter blocking) and
the current flows through the freewheeling diodes and lastly,
the fault currents reach a steady-state value at stage three. Con-
verter C2 demonstrates the highest peak current and the highest
rate of rise of current, since it is the converter closer to the fault.
The currents start to increase at different times due to the time
it takes for the travelling waves to reach each terminal.
It is worth noting that converter C1 demonstrates a higher ini-
tial rate of rise of current compared to converter C4, despite
being further from the fault. This is attributed to the fact,
that when converter C4 blocks, further discharge from the dis-
tributed sub-modules’ capacitors is inhibited. On the contrary,
the two-level converter C1 is defenceless against the DC fault,
since the DC-link capacitor discharge cannot be contained, thus
leading to high rate of rise of current and high peak current even
for distant faults. Moreover, the series connection of SM capac-
itors decreases the total capacitance limiting the initial current
surge. As a result of these phenomena, converter C1 blocks
on overcurrent before the HB-MMC converters. It can be con-
cluded that the integration of two-level converters in a multi-
vendor HVDC grid poses additional limitations to the protec-
tion systems in terms of the timescales within which they are
required to operate.
4.2 Impact of DC Reactor
Converter blocking is needed to primarily to protect the power
electronic devices. In the case of HB-MMC converters, con-
verter blocking also avoids further discharge of the SM capac-
itors that can affect the proper function of the control system
and deteriorate post-fault restoration time. The natural system
fault response analysis demonstrated that MMC converters do
not experience a sudden voltage drop until the moment they are
blocked. Therefore, it is crucial to delay the converter blocking
for as long as possible. Towards this aim, it has been widely
proposed in the literature to use current limiting DC reactors
at each cable ends to limit the magnitude and the initial rate
of rise of the fault current, thus prolonging the time before the
converter blocks.
The impact of inductance on converters C2 and C4 fault cur-
rents for different values of the DC reactor for fault F1 is il-
lustrated in Figure 4 and 5 respectively, when DC reactors are
placed at each cable end. It is observed that the higher the
size of the series DC reactor, the larger the reduction in the
fault current magnitude and the slower the rate of rise of cur-
rent for both converters. It is remarkable that even a small DC
reactor can produce a great impact on the fault current of the
two-level converter. However, as the value of the inductance in-
creases, the impact is lessened. Likewise, in Figure 6, the DC
bus voltage at C4 terminal is displayed for different DC reac-
tor values. The reactor affects both the initial voltage drop due
to the arrival of the first incident travelling wave and the time
the converter blocks its operation. In particular, an increase in
the inductance causes a lower initial voltage drop and an in-
crease in the converter blocking time. The latter feature is of
vital importance for the protection systems, because it provides
additional valuable time for fault detection and discrimination.
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Figure 4: C2 fault currents for different DC reactor sizes.
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Figure 5: C4 fault currents for different DC reactor sizes.
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Figure 6: C4 voltage for different DC reactor sizes.
4.3 Impact of Breaking Speed
From the fault analysis, it has been demonstrated that all con-
verters trip in less than 5ms after fault inception. Therefore, in
order to minimize the impact of the fault and the disturbance
to the neighbouring AC networks, a fast protection strategy is
required. Moreover, the protection systems should be selective
and trigger only for the faults that lie within their protection
zone, while remain idle for faults outside their zone. Selectiv-
ity can be achieved by placing HVDC breakers at each end of
each DC line to facilitate the isolation of a fault. The required
fault clearance time depends on how stringent the requirements
are for the adjacent AC grids. In this section, the impact of dif-
ferent breaker opening times is assessed for faults F1 and F2.
A fast fault detection time is assumed (∼0.5ms) and 50mH cur-
rent limiting inductors are used in each cable end.
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Table 2: Converter outages for different breaking times.
Fault Breaking
Time
C1 C2 C3 C4
F1
2 ms No block No block No block No block
4 ms Block Block No block No block
6 ms Block Block Block Block
F2
2 ms No block No block No block No block
4 ms No block No block No block Block
6 ms Block Block Block Block
Table 2. describes which converters block their operation by
turning off their IGBTs and which remain operational in each
fault case. A 2ms breaker operating time is fast enough to pre-
vent all converters from blocking for both fault locations, while
6ms is very slow leading to all converters switching off the IG-
BTs. For 4ms operating time, fault F1 leads to the outage of
the closest converters C2 and C4, as well as the outage of 2-
level converter C2. While for a fault closer to the MMC con-
verter C4, only the converters connected to the faulted line are
blocked. The results highlight that the use of fast HVDC break-
ers is required in order to ensure that all converters retain their
operation during faults. It is worth noting that hybrid HVDC
breakers have been reported to achieve fault current interrup-
tion in the range of 2-5ms [14]. Moreover, the placement of
faster HVDC breakers is advisable at the cable ends, which are
connected at two-level converter terminals.
4.4 HVDC System Restoration
The power transfer between the DC grid and the AC networks
should be restored as quickly as possible in order to minimize
the effects of the disturbance to the AC network in terms of sys-
tem frequency, rotor angle stability etc. Figure 7 illustrates the
voltage recovery process after the application of fault F1, when
the system relies on a selective strategy based on HVDC break-
ers with 2ms opening time following fault detection and series
DC reactors (50mH) at each line end. The voltage recovers
within ±5 of the steady-state value within 100ms. Two-level
converters demonstrate larger post-fault voltage oscillations.
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Figure 7: Converter voltages during fault.
The transferred active and reactive power of each converter are
demonstrated in Figure 8. The negative sign in power indi-
cates that power is exported from the DC system to the AC net-
works. Power-controlled converters experience minimal dis-
turbance during the fault, while converters regulating the DC
voltage (which are closer to the fault) experience a prolonged
power disruption. The active power exchange with the AC
grids is completely restored after 120ms.The restart sequence
of the converters can play a significant role. In this analysis,
no particular sequence has been applied and each converter re-
trieves normal operation once the fault current has been extin-
guished. In a larger grid, an appropriate restart sequence might
be necessary in order to ensure the quickest restoration possi-
ble.
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Figure 8: Active and Reactive power during the fault.
5 Discussion
The analysis demonstrated that a DC fault in a multivendor
HVDC grid propagates along the whole systemwithin a fewms
after fault inception. Two level converters, owing to their high
fault current contributions, introduce stringent requirements re-
garding fault clearing times. Hence, HVDC protection systems
should be fast and selective to avoid disconnection of healthy
parts. Given the large cable lengths that will most likely be in-
volved in future HVDC grids, DC fault detection algorithms
that are dependent only on local measurements will be pre-
ferred over communication-based algorithms unless the com-
munication scheme is sufficiently fast.
In a multivendor grid that contains 2-level converters, the con-
verter blocking times could be significantly shorter due to high
discharge currents from large DC link capacitors. The length of
converter blocking times under the most severe DC fault condi-
tions should determine the current breaking time of the HVDC
breakers. However, incorporation of sizeable DC reactors can
extend converter blocking times. Moreover, the selection of an
appropriate DC reactor allows for the breaker to act within their
operation time before the maximum current breaking capability
is exceeded. Thus, the size of DC reactors should be selected
in conjunction with the appropriate HVDC breaker technology
and their associated operation time. In the presence of a fast-
selective protection strategy and sufficiently large DC reactors,
the conditions under which a converter blocks can be readjusted
accordingly in order to allow for the timely operation of the
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protection systems while also ensuring security of supply. In
addition, different protection switchgear, such as DCCBs with
shorter current breaking times can be used at terminals with
VSC converters that are more vulnerable to DC faults, such as
two-level converters.
The impact of the duration of the recovery period after a fault
depends on the size of the HVDC grid and the number of em-
bedded AC networks. The AC network might be able to accom-
modate the complete permanent loss of a small HVDC grid,
which can be considered as N-1 event for which the network
is designed to withstand. However, a fault in a large HVDC
grid can result in a large temporary loss of power for which
the surrounding grids may not be in a position to tolerate. The
amount of maximum allowed power loss strongly depends on
the duration of the recovery period and the strength and inertia
of the affected AC grids. Hence, it is important that a set of
requirements is formed by network operators in terms of the
maximum duration and the amount of loss of power infeed that
can be tolerated due to temporary stop of the HVDC grid. In
this way, the fault clearing strategy and the overall aims of the
protection systems can be determined.
As of yet, the HVDC grid concept is in its infancy and there
is no standardisation regarding requirements about the voltage
level, the control and protection principles etc. The determina-
tion of such functional requirements will pave the way for the
development of the specifications on the equipment that HVDC
grids will contain. Recently, several international standardisa-
tion bodies and independent groups have highlighted the ne-
cessity for the standardisation of the HVDC systems. CIGRE
working groups [2], the European HVDC study group [4] and
CENELEC [15] have worked on standards and technical guide-
lines for HVDC and although these are very important steps
towards standardisation, there is still a long way to go.
6 Conclusions
This paper investigated the impact of interoperability of dif-
ferent VSC converters on HVDC grid fault behaviour. A re-
alistic scenario was presented on how a multivendor HVDC
grid can be formed from the expansion of existing point-to-
point links, which are based on different converter technolo-
gies. The higher overcurrents demonstrated by two-level con-
verters shorten significantly the available time window for suc-
cessful fault clearance by the circuit breakers. It was shown
that even when fast acting breakers are used, the power restora-
tion period may be relatively long for the AC grids to tolerate.
The analysis performed in this paper forms a basis towards
the design of the HVDC protection systems that should be re-
alised by considering and harmonising the requirements for the
DCCB current breaking time, the size of DC reactors and the
converter blocking criteria. Moreover, it was recommended
that the selection of the appropriate protection equipment at
each terminal should differ depending on the converter tech-
nology used. In particular, the vulnerability of two-level con-
verters to DC faults indicates the need for faster protection sys-
tems compared to the ones used for MMC converters integrated
within the same HVDC grid. Finally, emphasis was called on
the importance of aligning the requirements that the grid op-
erators might form, in an effort to facilitate the development
of multivendor HVDC grids, with the objectives of the fault
clearing strategy.
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